These drawings have been prepared as one coordinated set of drawings and are complimentary. What is required by one is provided here for the benefit of the other. The drawings and calculations will be at the user’s sole risk and shall not form the basis for a request for additional compensation or time.

ACBDE12345
TITLE AGENCY APPROVAL
CA19054
G-100
03/02/2020
SPECIFICATIONS
1704A
APP.
INC:
REVIEWED FOR
SS
FLS
ACS
DATE:
DIV. OF THE STATE ARCHITECT
04-119056
✔
✔
04.14.2020

ACBDE12345
TITLE AGENCY APPROVAL
CA19054
G-100
03/02/2020
SPECIFICATIONS
1704A
APP.
INC:
REVIEWED FOR
SS
FLS
ACS
DATE:
DIV. OF THE STATE ARCHITECT
04-119056
✔
✔
04.14.2020
### REMODEL ROOF PLAN LEGEND

<table>
<thead>
<tr>
<th>SYMBOL</th>
<th>DESCRIPTION</th>
</tr>
</thead>
<tbody>
<tr>
<td>(N) STANDING SEAM MTL ROOFING</td>
<td></td>
</tr>
<tr>
<td>(E) ITEM</td>
<td></td>
</tr>
<tr>
<td>(N) ITEM</td>
<td></td>
</tr>
<tr>
<td>HVAC PIPING</td>
<td></td>
</tr>
<tr>
<td>SHEET MTL ENCLOSURE</td>
<td></td>
</tr>
<tr>
<td>ROUND/ SQUARE EXHAUST FAN/ VENTS</td>
<td></td>
</tr>
<tr>
<td>VENT PENETRATION</td>
<td></td>
</tr>
</tbody>
</table>

### KEYNOTE LEGEND

NUMBER PROVIDE WORK / ITEM

07.01 PIPE SUPPORTS REQ'D FOR (E) ROOF-MOUNTED PIPE (11/A-106)

07.02 WATERPROOF EXPOSED DUCT/ CONDUIT WITHIN ATTIC AREA & INTERCEPT W/ (E) CONDUIT RUN TO POWER PANEL, INSTALL NEW WIRING FROM PANEL TO LIGHT FIXTURES